
TB2

TB5

TB1

(ABA1S1)

TB1

E1 B

(S1)
1

2

(ABA1S4)

C

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E6 BC

E6 AD

E10 BC

E10 AD

E11 AD

E11 BC

(ABA1S2)
+

-

(ABA1S3)

(LED1)
(20mA / 0.48W)

E5 BC

E5 AD

E7 AD

E7 BC

E8 BC

E8 AD

E9 A

D E9 BC

D

PPNL1

XJ3 J3

1
2

DOOR CONTACT

TAMPER

RTE
+

-

STRIKE W/BUZZER

-

+

(RDR2)

(RDR1)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

NET

J2

J3

(ACS1 [Entry Door] / ACS-PGD)

E14 BC

E14 AD

E15 BC

E15 AD

E16 BC

E16 AD

E12 BC

E12 AD

E13 AD

E13 BC

Impail tailgate detected output

Outbound Door Contact

Outbound Strike

(ABA1S4)

(ABA1S2)

(S1)

(LED1)
(20mA / 0.48W)

DOOR CONTACT

Pedestal Mounted RTE

STRIKE W/BUZZER

Generic Door Forced

Generic Door Held Open

Generic Tailgate

Generic Fault

 TB1

E3 DA

E3 CB

E4 DA

E4 CB

FE1 DA

FE2 DA

FE3 DA

FE4 DA

FE3 CB

FE4 CB

E1 CB

E2 CB

FE1 CB

FE2 CB

FE13 CB

FE12 CB

FE11B C

FE9 CB

FE10 CB

FE8B

FE7B C

FE5 CB

FE6 CB

Internal LED light bar 24VDC 

15W

(TB1K1)

“Power Fault Relay”
A1 (Neutral)

A2 (Line)

11 (COM)

12 (NC)

Area 

Lighting

(TB1CB1)

(UPS1)
(800W)

L

N

G

L

N

G

(UPS1)
(800W)

L

N

G

L

N

G

Duplex

 Outlet

(TB1DUP1)

L

N

G

L

N

G

Duplex

 Outlet

(TB1DUP1)

L

N

G

L

N

G

(DCS1)
Disconnect

 Switch

L

N

G

L

N

G

(DCS1)
Disconnect

 Switch

L

N

G

L

N

G

Commercial

Power

120VAC

L

N

G

Commercial

Power

120VAC

L

N

G

24VDC PS

165W/6.9A DC

3A@120VAC

(TB1PS1)

L1

L2

E

(PLC1)

(700mA / 16.8W)

D
C

 

C
O

M

I/
0

I/
1

I/
3

IV
2
 (

+
)

O
/3

O
/2

D
C

+

V
D

C

O
/0

V
D

C

O
/1

D
C

  
 

IN
 -

G
R

D

D
C

 

IN
+

O
/4

(R1) – 200 Ohm, 5W Ceramic

(R2) – 100 Ohm, 5W Ceramic

I/
2

I/
4

I/
5

I/
6

(S1)
L

N

G

NET

PLC1 Input Power

Light Bar

PLC1POM1 Input Power

D
C

+

D
C

+

O
/5

D
C

+

D
C

 

C
O

M

IA
 

C
O

M

IV
1
 (

+
)

FE5A D

FE6A D

FE7A D

FE8A D

FE9A D

FE10A D

FE11A D

FE12A D

FE13A D

PTZ 2

GND

GND

12VDC 

390W/31A

(TB1PS2)

L

N

G

(TB1)

TB1E7

B- TB2FE51-C

C-TB1FE8-C

D-PCB1TB10-2 (C)

E7

E7

CB

D

GND

GND

(E2) Enclosure 

GND

(E5) 
GND BAR

E5 DA

E5 CB

E6 DA

E6 CB

GND

GND

(E5) Ground Rod

(μPIDF1)

Vout(+)

Vout(-)

GE-0/6
Cisco 

Vout(+)

Vout(-)

(PPNL1)

CUP2J3

XCUP1J1

XCUP1J2

XCUP1J3

XCUP1J4

XCUP1J5

XCUP1J6

XCUP2J1

XCUP2J2

XCUP2J3

CUP1J1

CUP1J2

CUP1J3

CUP1J4

CUP1J5

CUP1J6

CUP2J1

CUP2J2

CopperPatch Panel

CH1-INCH1-OUT

CH2-IN

CH3-IN

CH4-IN

CH5-IN

CH6-IN

CH7-IN

CH2-OUT

CH3-OUT

CH4-OUT

CH5-OUT

CH6-OUT

CH7-OUT

(SPD1)
Surge Suppressor

24VDC+ BUS

uPIDFD (Sally Port/APT/APT)

I/
9

I/
7

E8

E8

C

A D

B

I/
8

Fault 

Reset

TB1S1

1 2

UPS 

Fault

1 2

 
(1

3
0

W
/1

0
.3

A
 @

 1
2

V
D

C
, 

3
5

W
/1

.4
A

 at 2
4

V
D

C
)

E31 CB

E31 DA

E32 CB

E32 DA

E33 CB

FE31 CB

FE32 CB

FE32 DA

CB

DA

CB

DA

A

C

S 

- 

3

FE31 DA

CB

DA

E33 DA

CB

DA

FE42 CB

FE42 DA

FE43 CB

FE43 DA

FE44 CB

FE44 DA

FE46 CB

FE46 DA

FE45 CB

FE45 DA

E41 CB

E41 DA

E42 CB

E42 DA

CB

FE41 CB

A

C

S 

- 

4

FE41 DA

DA

(TB3K41)

“Access Granted”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

(TB3K42)

“APT Disabled”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

(TB3K43)

“Access LED”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

 
(1

3
0

W
/1

0
.3

A
 @

 1
2

V
D

C
, 

3
5

W
/1

.4
A

 at 2
4

V
D

C
)

E11 CB

E11 DA

E12 CB

E12 DA

E13 CB

FE11 CB

FE12 CB

FE12 DA

FE13 CB

FE13 DA

FE14 CB

DA

A

C

S 

- 

1

FE11 DA

CB

FE15 DA

E13 DA

CB

FE16 DA

FE22 CB

FE22 DA

FE23 CB

FE23 DA

FE24 CB

FE24 DA

FE26 CB

FE26 DA

FE25 CB

FE25 DA

E21 CB

E21 DA

E22 CB

E22 DA

CB

FE21 CB

A

C

S 

- 

2

FE21 DA

DA

(TB3K21)

“Access Granted”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

(TB3K22)

“APT Disabled”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

(TB3K23)

“Access LED”

A1 (24V 

Ret)

A2 

(24V)

11

(COM)

14

(NO)

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

E11 BC

E11 AD

E12 AD

E12 BC

(ACS2 / PGD)

PPNL1XJ1 J1

(S1)
1

2

(APT1CTRL1)

J3-ACC (+)

J3-GND (-)

(APT1S1)

(APT1S2) 

(LED1)
(20mA / 0.48W)

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

APT1 PWR

12v (65W)

E11 BC

E11 AD

E12 AD

E12 BC

(ACS3 / ACS-PTD)

PPNL1XJ1 J1

(RDR2)

1
2

OPEN INPUT

APT1 DISABLE

1

2

12VDC+

12VDC-

(RDR1)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

NET

J2

J3

(S1)
1

2

(APT1CTRL1)

J3-ACC (+)

J3-GND (-)

(APT1S1)

(APT1S2) 

(LED1)
(20mA / 0.48W)

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

APT1 PWR

12v (65W)

E11 BC

E11 AD

E12 AD

E12 BC

(ACS4 / ACS-PTD)

PPNL1XJ1 J1

(RDR2)

1
2

OPEN INPUT

APT1 DISABLE

1

2

12VDC+

12VDC-

(RDR1)

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

NET

J2

J3

FE17 CB

FE17 DA

FE27 CB

FE27 DA

CB

DA

FE47 CB

FE47 DA

I:0/0 – Sallyport Access Granted

I:0/1 – 

I:0/2 – APT-1 Access Granted

I:0/3 – APT-2 Access Granted

I:0/4 – 

I:0/5 – 

I:0/6 – AC Power Loss Relay

I:0/7 – Fault Reset Button

I:0/8 – External Lockdown Input

I:0/9 – UPS Fault

I:0/10 IV1(+) – 24VDC Monitor

I:0/11 IV2(+) – 24VDC Monitor

I:1/0 – IDF Tamper

I:1/1 – Reader 1 Tamper

I:1/2 – Reader 2 Tamper

I:1/3 – Reader 3 Tamper

I:1/4 – Reader 4 Tamper

I:1/5 – 

I:1/6 – 

I:1/7 – Reader 1 Door Contact

I:1/8 – Reader 1 RTE

I:1/9 – Reader 1 Tailgate

I:1/10 – Reader 2 Door Contact

I:1/11 – Reader 2 RTE

I:1/12 – Reader 2 Tailgate

I:1/13 – Reader 3 Door Contact

I:1/14 – Reader 3 RTE

I:1/15 – Reader 3 Tailgate

I:1/16 – Reader 4 Door Contact

I:1/17 – Reader 4 RTE

I:1/18 – Reader 4 Tailgate

I:1/19 – 

I:1/20 – 

I:1/21 – 

I:1/22 – 

I:1/23 – 

I:1/24 – 

I:1/25 –  Reader 1 Door Enable

I:1/26 –  Reader 2 Door Enable

I:1/27 –  Reader 3 Door Enable

I:1/28 –  Reader 4 Door Enable

I:1/29 – 

I:1/30 – 

I:1/31 – Sallyport Enable

TB1

K1 – Commercial Power Loss Relay

AC Power Fuses

CB1 – Master Power breaker

FE1 – 

FE2 – 24VDC PS (7A)(14AWG)

FE3 – Cisco Switch (7A)(14AWG)

FE4 – 12VDC PS (5A)(14AWG)

FE4a – Ruckus Switch (7A)(14AWG)

DC and Signal Fuses

FE5 – PLC (1A)(18AWG)

FE6 – PLC Inputs (3A)(18AWG)

FE7 – ABA Strike (0.5A)(18AWG)

FE8 – 24VDC Bus

FE9 – 

FE10– 

FE11 – 

FE12 – Vent Fan

FE13 – LED Light Bar (0.75A)(18AWG) 

TB2 

K(N)1  Access Granted

K(N)2  Disabled

K(N)3  Access Granted LED/Buzzer

FE(N)1  Tamper (0.01A) (18AWG) [IN]

FE(N)2  Unlock (0.5A)(18AWG) [OUT]

FE(N)3  Disable (0.01A)(18AWG)[OUT]

FE(N)4  LED/Buzzer (0.5A)(18AWG)[OUT]

FE(N)5  Tailgate Detector Power (0.5A)(18AWG) [OUT]

FE(N)6  Tailgate Sensor (0.01A)(18AWG) [IN]

FE(N)7  APT-1 Power (5A)(16AWG)

A

C

Cisco

 

Ge1/0 – 

Ge0/1 – PLC

Ge0/2 – LNL-1364

Ge0/3 – PTZ Camera 1 

Ge0/4 – PTZ Camera 2 

Ge0/5 – ABA Intercom Cam

Ge0/6 – ABA Intercom

Door Strike

(PLC1POM1)

+
V

D
C

O
U

T
 0

O
U

T
 1

O
U

T
 2

O
U

T
 3

O
U

T
 4

O
U

T
 5

O:0/0 – APT-1 Grant Access

O:0/1 – APT-2 Grant Access

O:0/2 – APT-3 Grant Access

O:0/3 – APT-4 Grant Access 

O:0/4 –  

O:0/5 –  

*O:2/0 – APT-1 Disabled

*O:2/1 – APT-2 Disabled

*O:2/2 – APT-3 Disabled

*O:2/3 – APT-4 Disabled

*O:2/4 – 

*O:2/5 – 

*O:2/6 – APT-1 Grant Access LED

*O:2/7 – APT-2 Grant Access LED

*O:2/8 – APT-3 Grant Access LED

*O:2/9 – APT-4 Grant Access LED

*O:2/10 – 

*O:2/11 – 

*O:2/12 – Sallyport Door Forced Alarm 

*O:2/13 – Sallyport Door Held Open Alarm

*O:2/14 – Sallyport Tailgate Alarm

*O:2/15 – Generic Fault Input

O
U

T
 8

O
U

T
 9

O
U

T
 

1
0

O
U

T
 

1
1

D
C

 

C
O

M

O
U

T
 6

O
U

T
 7

(PLC1PIM1)

D
C

 

C
O

M
1

D
C

 

C
O

M

D
C

 

C
O

M
1

D
C

 

C
O

M

IN
2
8

IN
2
9

IN
3
1

IN
2
6

IN
2
7

(S2) 

TAMPER

1 2

IN
7

IN
5

IN
4

IN
6

IN
3

IN
2

IN
1

IN
0

IN
1
0

IN
1
3

IN
8

IN
9

IN
1
1

IN
1
2

IN
1
4

IN
1
5

IN
1
6

IN
1
7

IN
1
8

IN
1
9

IN
2
0

IN
2
1

IN
2
2

IN
2
3

IN
2
4

IN
2
5

IN
3
0

Lenel 1324-E
J1

IN1

IN2

IN3

IN4

Sallyport 

Inbound Door

Sallyport 

Outbound 

Door

APT-1

APT-2

PTZ 1

FE4a CB

FE4a DA

Ruckus

 

Ge1/0 – 

Ge0/1 – ABA Reader

Ge0/2 – APT-1 Reader

Ge0/3 –  APT-2 Reader

GE-0/5

GE-0/4

GE-0/3

GE-0/2

GE-0/1

(S2)

L

N

G

GND

Ruckus

GE-0/3

GE-0/2

GE-0/1

XJ2 J2

XJ1 J1

Intercom

Intercom 

Camera

K1

O
U

T
 

1
3

O
U

T
 

1
2

O
U

T
 

1
4

O
U

T
 

1
5

GE-1/0

GE-1/0

(PPNL2)

FO Patch Panel

XCUP1J1

XCUP1J2

CUP1J1

CUP1J2

AFNet

KAFB Net

Enclosure Vent Fan 24VDCVent Fan



(ABA1S1)

(ABA1S4)

E3 BC

E3 AD

E4 BC

E4 AD

E6 BC

E6 AD

E10 BC

E10 AD

E11 AD

E11 BC

(ABA1S2)
+

-

(ABA1S3)

E5 BC

E5 AD

E7 AD

E7 BC

E8 BC

E8 AD

E9 A

D E9 BC

D

1
2

DOOR CONTACT

TAMPER

RTE
+

-

STRIKE W/BUZZER

-

+

Sallyport 

Inbound Door

TB1

(ABA1S4)

(ABA1S2)

DOOR CONTACT

STRIKE W/BUZZER

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

E11 BC

E11 AD

E12 AD

E12 BC

Sallyport 

Outbound 

Door

TB1

(ACS1 [Entry 
Door] / ACS-

PGD)

ACS-1

(APT1CTRL1)

J3-ACC (+)

J3-GND (-)

(APT1S1)

(APT1S2) 

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

APT1 PWR

12v (65W)

E11 BC

E11 AD

E12 AD

E12 BC

1
2

OPEN INPUT

APT1 DISABLE

1

2

12VDC+

12VDC-

APT-1APT-1 ACS

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E6 BC

E6 AD

E10 BC

E10 AD

E11 AD

E11 BC

E5 BC

E5 AD

E7 AD

E7 BC

E8 BC

E8 AD

E9 A

D E9 BC

D

PPNL1

XJ3 J3

Sallyport Inbound 
ACSI

E14 BC

E14 AD

E15 BC

E15 AD

E16 BC

E16 AD

E12 BC

E12 AD

E13 AD

E13 BC

Impail tailgate detected output

E11 CB

E11 DA

E12 CB

E12 DA

E13 CB

FE11 CB

FE12 CB

FE12 DA

FE13 CB

FE13 DA

FE14 CB

DA

A

C

S 

- 

1

FE11 DA

CB

FE15 DA

E13 DA

CB

FE16 DA

FE17 CB

FE17 DA

XJ2 J2

XJ1 J1

uPIDF

TB1

Outbound Door Contact

Outbound Strike
FE22 CB

FE22 DA

FE23 CB

FE23 DA

FE24 CB

FE24 DA

FE26 CB

FE26 DA

FE25 CB

FE25 DA

E21 CB

E21 DA

E22 CB

E22 DA

CB

FE21 CB

A

C

S 

- 

2

FE21 DA

DA

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

E11 BC

E11 AD

E12 AD

E12 BC

Sallyport Outbound

PPNL1XJ1 J1

FE27 CB

FE27 DA

uPIDF

TB1
PPNL1

XJ1 J1

XJ6 J6

XJ1 J1

PPNL2

E31 CB

E31 DA

E32 CB

E32 DA

E33 CB

FE31 CB

FE32 CB

FE32 DA

CB

DA

CB

DA

A

C

S 

- 

3

FE31 DA

CB

DA

E33 DA

CB

DA

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

E11 BC

E11 AD

E12 AD

E12 BC

(APT-1 ACS)

PPNL1XJ1 J1

CB

DA

uPIDF

PPNL1XJ2 J2

TB1

E41 CB

E41 DA

E42 CB

E42 DA

E43 CB

FE41 CB

FE42 CB

FE42 DA

CB

DA

CB

DA

A

C

S 

- 

3

FE41 DA

CB

DA

E43 DA

CB

DA

TB1

E1 BC

E1 AD

E2 BC

E2 AD

E3 BC

E3 AD

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

E11 BC

E11 AD

E12 AD

E12 BC

(APT-2 ACS)

PPNL1XJ1 J1

CB

DA

uPIDF

PPNL1XJ3 J3

TB1

(APT1CTRL1)

J3-ACC (+)

J3-GND (-)

(APT1S1)

(APT1S2) 

E4 BC

E4 AD

E5 BC

E5 AD

E6 BC

E6 AD

E7 AD

E7 BC

E8 BC

E8 AD

E10 BC

E10 AD

E9 AD

E9 BC

APT1 PWR

12v (65W)

E11 BC

E11 AD

E12 AD

E12 BC

1
2

OPEN INPUT

APT1 DISABLE

1

2

12VDC+

12VDC-

APT-2APT-2 ACS

Duplex

 Outlet

(TB1DUP1)

L

N

G

L

N

G

Duplex

 Outlet

(TB1DUP1)

L

N

G

L

N

G

(DCS1)
Disconnect

 Switch

L

N

G

L

N

G

(DCS1)
Disconnect

 Switch

L

N

G

L

N

G

Commercial

Power

120VAC

L

N

G

Commercial

Power

120VAC

L

N

G

(E5) 
GND BAR

(E5) Ground Rod

uPIDF

GND(PPNL1)

CUP2J3

XCUP1J1

XCUP1J2

XCUP1J3

XCUP1J4

XCUP1J5

XCUP1J6

XCUP2J1

XCUP2J2

XCUP2J3

CUP1J1

CUP1J2

CUP1J3

CUP1J4

CUP1J5

CUP1J6

CUP2J1

CUP2J2

Patch Panel

PTZ 1

uPIDF

Sallyport ACSI to Sallyport Entry Door Sallyport to Sallyport Exit Door APT-1 ACS to APT-1 APT-2 ACS to APT-2

Sallyport Entry Door ACSI to uPIDF Sallyport Exit Door to uPIDF APT-1 to uPIDF APT-2 to uPIDF

Commercial Power and Ground Rod to uPIDF
PTZ-1 to uPIDF

PTZ 2

GND(PPNL1)

CUP2J3

XCUP1J1

XCUP1J2

XCUP1J3

XCUP1J4

XCUP1J5

XCUP1J6

XCUP2J1

XCUP2J2

XCUP2J3
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